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JG-01
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CEILING LEGEND
GENERAL NOTES

5.051 fire sprinkler head

6.011 supply air diffuser

6.051 return air grille

6.101 exhaust air grille

7.101 troffer light fixture

08 31 00.A01 flush access door

09 21 16.H01 gypsum board

09 24 00.A01 cement plaster

09 51 00.A01 suspended acoustical panel
ceiling system

7.102 downlight fixture

1. ALL CEILINGS TO BE 9'-0" UNO
2. ALL SOFFITS OVER CASEWORK TO BE 7'-2" UNO

3. COORDINATE ALL CEILING MOUNTED EQUIPMENT 
WITH VENDOR DRAWINGS.

4. ALL FIXTURES, DEVICES, AND EQUIPMENT 
SHOWN ON REFLECTED CEILING PLAN ARE FOR 

COORDINATION PURPOSES. SEE MEP/FP/LIFE 
SAFETY DRAWINGS FOR ADDITIONAL 
INFORMATION AND REQUIREMENTS.

5. ALL LIGHT FIXTURES TO BE LOCATED IN THE 

CENTER OF ACOUSTICAL TILE UNO.
6. ALL CEILING GRIDS TO BE CENTERED IN ROOM 

UNO.

7. FOR NUMBER OF LIGHT FIXTURES, SEE 
ELECTRICAL DRAWINGS. FOR LOCATION, SEE 
REFLECTED CEILING PLAN.

8. PROVIDE ACCESS DOORS 24"X24" OR OF SIZES 

REQUIRED TO ACCESS PLUMBING AND HEATING 
VALVES, SWITCHES, AND HVAC DAMPERS AS 
SHOWN ON MEP DRAWINGS. SUCH ACCESS 
DOORS TO BE INSTALLED IN GYPSUM BOARD 

CEILING.

PA-21

09 21 16.H01 gypsum board

PE-21

SA-02

09 51 00.A01 suspended acoustical panel
ceiling system

SA-01

09 51 00.A01 suspended acoustical panel
ceiling system

SA-03 Gasketed 

09 51 00 ACOUSTICAL CEILINGS

MA-01
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A801

ENLARGED PLANS AND INTERIOR
ELEVATIONS - LOBBY, WAITING,

RECEPTION

Surgery Center at Millenia, LLC

C
op

yr
ig

ht
 2

02
6,

 H
un

to
nB

ra
dy

 A
rc

hi
te

ct
s,

 P
A

MATERIAL NOTES

05 50 00.A07 steel bent plate

06 25 23.A01 slotted display wall panel

06 41 00.A02 plastic laminate

06 41 00.C11 plastic laminate faced panel

06 61 00.C01 quartz surfacing panel

08 31 00.A01 flush access door

09 21 16.H01 gypsum board

09 24 00.A01 cement plaster

09 30 00.B03 porcelain tile base

09 51 00 ACOUSTICAL CEILINGS

09 51 00.A01 suspended acoustical panel ceiling
system

09 78 13 INTERIOR METAL WALL PANEL
SYSTEMS

09 78 33.A02 framed interior decorative wall panel
system - non-acoustical

09 78 33.B07 glass wall panel

09 91 23.A01 interior  paint

12 36 00 COUNTERTOPS

12 36 00.F01 quartz surfacing countertop

GENERAL NOTES

1.056 reveal

1.119 desk (n.i.c.)

1.127 furniture / systems furniture (n.i.c.)

1.136 computer equipment (n.i.c.)

1.301 align

1.701 see Door Schedule for  door type

5.051 fire sprinkler head

6.011 supply air  diffuser

6.051 return air grille

6.101 exhaust air grille

7.101 troffer light fixture

7.102 downlight fixture

7.113 LED light fixture

1/4" = 1'-0"

A9 ENLARGED FLOOR PLAN

1/4" = 1'-0"

J14 INTERIOR ELEVATION

ASC LOBBY/ WAITING1/4" = 1'-0"

J1 INTERIOR ELEVATION

ASC RECEPTION DESK 1/4" = 1'-0"

J5 INTERIOR ELEVATION

ASC RECEPTION DESK

1/4" = 1'-0"

N1 INTERIOR ELEVATION

BUSINESS OFFICE 1/4" = 1'-0"

N7 INTERIOR ELEVATION

BUSINESS OFFICE1/4" = 1'-0"

N4 INTERIOR ELEVATION

BUSINESS OFFICE

1/4" = 1'-0"

A3 ENLARGED REFLECTED CEILING PLAN

1/4" = 1'-0"

J10 INTERIOR ELEVATION

ASC LOBBY/ WAITING

1/4" = 1'-0"

N10 INTERIOR ELEVATION

ASC LOBBY/ WAITING

A1 RECEPTION AXON 1

E1 RECPETION AXON 2

EQUIPMENT NOTES

MNT-005 mount, television, wall

PRT-001 printer , multifunction, desktop

SLV-010 shelving racks, floor system

TEL-004 television, wall mtd
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