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DOOR SCHEDULE, LEGEND, DETAILS

Surgery Center at Millenia, LLC

C
op

yr
ig

ht
 2

02
6,

 H
un

to
nB

ra
dy

 A
rc

hi
te

ct
s,

 P
A

NO SCALE

A10 DOOR SCHEDULE

DOOR FINISH LEGEND

FINISH SPEC NO DESCRIPTION MANUFACTURER SERIES / PATTERN / SIZE COLOR NOTES

PR-01 1.081 prefinished VT Industries Cherry Quarter Sliced Stained to match Wilsonart -  Walnut Heights 7965K-12

PR-03 1.081 prefinished Finish to match PPG UC109852 Duranar Charcoal

DOOR MATERIAL LEGEND

MATERIAL SPEC NO DESCRIPTION

AI 08 43 13.B01 interior  aluminum and glass door

FS 08 40 13.B01 fire-rated steel and glass door and frame unit

WW 08 14 16.A01 prefinished flush wood veneer faced wood door

DOOR GLASS LEGEND

GLASS SPEC NO DESCRIPTION

FT 08 80 00.L04 fire-rated safety-rated glass

SB 08 88 16.A01 integrated blinds glazing

TC 08 80 00.B01 tempered clear glass

DOOR FRAME FINISH LEGEND

FINISH SPEC NO DESCRIPTION MANUFACTURER SERIES / PATTERN / SIZE COLOR NOTES

PA-MA 09 91 23 match adjacent wall color

PR-03 1.081 prefinished Finish to match PPG UC109852 Duranar Charcoal

DOOR FRAME MATERIAL LEGEND

MATERIAL SPEC NO DESCRIPTION

AS 08 43 13.C08 extruded aluminum door frame

FS 08 40 13.B01 fire-rated steel and glass door and frame unit

SF 08 11 13.D01 steel door frame

MATERIAL NOTES

07 84 00.B01 firestop mineral wool

07 84 00.C01 firestop sealant

07 92 00.A02 sealant

08 11 13.C01 steel framed glazed opening

08 11 13.D01 steel door frame

08 11 13.E02 stud anchor

08 40 13.B01 fire-rated steel and glass door and
frame unit

08 43 13.A01 interior aluminum-framed storefront
system

08 56 19.A01 sliding pass window

08 80 00.B01 tempered clear glass

08 80 00.L04 fire-rated safety-rated glass

09 21 16.A01 gypsum board / metal stud inter ior
partition -  see partition types

09 21 16.B01 metal stud

09 21 16.C01 metal stud U runner

09 21 16.H02 fire-rated gypsum board

09 21 16.N01 corner bead

GENERAL NOTES

1.302 shim as required

1.701 see Door Schedule for  door type

1.702 see Door Schedule / Frame Types /
Glazed Opening Types for glass

REV

OPENING HDW
SET

DOOR FIRE
RATING

FRAME

NOTESNUMBER NAME WIDTH HEIGHT TYPE MATERIAL FINISH GLASS TYPE MATERIAL FINISH HEAD JAMB THRESH'D

109.1 PROCEDURE ROOM 1 12 4'-0" 7'-0" B WW PR-01 SB -- A SF PA-MA N4/A901 J4/A901

111.2 ASC LOBBY/ WAITING 13 4'-0" 8'-0" D FS PR-03 FT 45 -- FS PR-03 N1/A901 J1/A901

113.1 VESTIBULE 11 4'-1" 8'-0" D AI PR-03 TC -- -- AS PR-03 E1/A901 A1/A901

115.1 PUBLIC TOILET 21 3'-0" 8'-0" A WW PR-01 -- -- A SF PA-MA N4/A901 J4/A901

116.1 PUBLIC TOILET 21 3'-0" 8'-0" A WW PR-01 -- -- A SF PA-MA N4/A901 J4/A901

131.1 MEDS 18 3'-0" 7'-0" A WW PR-01 -- -- A SF PA-MA N4/A901 J4/A901 NOTE 01, 05

132.1 CLEAN ROOM 20 3'-0" 7'-0" A WW PR-01 -- -- A SF PA-MA N4/A901 J4/A901

133.1 SOILED WORKROOM 20.1 3'-0" 7'-0" A WW PR-01 -- 45 A SF PA-MA N4/A901 J4/A901

134.1 MEDICAL RECORDS 17 3'-0" 7'-0" A WW PR-01 -- -- A SF PA-MA N4/A901 J4/A901

134.2 BUSINESS OFFICE 17.1 3'-0" 8'-0" A WW PR-01 -- -- A SF PA-MA N4/A901 J4/A901

137.1 MULTIPURPOSE / CONSULT ROOM 19 3'-0" 7'-0" A WW PR-01 -- -- A SF PA-MA N4/A901 J4/A901

138.1 STAFF TLT 21.1 3'-0" 7'-0" A WW PR-01 -- -- A SF PA-MA N4/A901 J4/A901

139.1 EVS 19 3'-0" 7'-0" A WW PR-01 -- -- A SF PA-MA N4/A901 J4/A901

141.1 PATIENT TOILET 21.2 3'-0" 7'-0" A WW PR-01 -- -- A SF PA-MA N4/A901 J4/A901

142.1 EQUIPMENT STORAGE 17.2 3'-0" 7'-0" A WW PR-01 -- 45 A SF PA-MA N4/A901 J4/A901

191.1 CORRIDOR 15.1 4'-0" 8'-0" A WW PR-01 -- -- A SF PA-MA N4/A901 J4/A901 NOTE 01, 05

194.1 CORRIDOR 16 7'-0" 7'-0" BB WW PR-01 FT 20 C SF PA-MA E4/A901 A4/A901 NOTE 02, 03

196.1 CORRIDOR 15 3'-0" 8'-0" A WW PR-01 -- -- A SF PA-MA N4/A901 J4/A901 NOTE 01, 05

201.1 OR 1 12.3 4'-0" 7'-0" G WW PR-01 SB -- A SF PA-MA N4/A901 J4/A901

201.2 OR 1 12.2 4'-0" 7'-0" A WW PR-01 -- 45 A SF PA-MA N4/A901 J4/A901

202.1 OR 2 12.3 4'-0" 7'-0" G WW PR-01 SB -- A SF PA-MA N4/A901 J4/A901

202.2 OR 2 12.2 4'-0" 7'-0" A WW PR-01 -- 45 A SF PA-MA N4/A901 J4/A901

203.1 PROCEDURE ROOM 2 12.1 4'-0" 7'-0" B WW PR-01 SB -- A SF PA-MA N4/A901 J4/A901

211.1 CONTROL DESK / NURSE MANAGER 19 3'-0" 7'-0" A WW PR-01 -- -- A SF PA-MA N4/A901 J4/A901

212.1 STORAGE 17 3'-0" 7'-0" A WW PR-01 -- -- A SF PA-MA N4/A901 J4/A901

212.2 STORAGE 17.2 3'-0" 7'-0" A WW PR-01 -- 20 A SF PA-MA N4/A901 J4/A901

213.1 DECONTAMINATION ROOM 12.3 4'-0" 7'-0" B WW PR-01 TC -- A SF PA-MA N4/A901 J4/A901

214.1 CLEAN ASSEMBLY 12.4 4'-0" 7'-0" G WW PR-01 FT 45 A SF PA-MA N4/A901 J4/A901

215.1 ANESTHESIA WORK AREA 12.2 4'-0" 7'-0" A WW PR-01 -- 45 A SF PA-MA N4/A901 J4/A901

217.1 CLINICAL EQUIPMENT STORAGE 12.2 4'-0" 7'-0" A WW PR-01 -- 45 A SF PA-MA N4/A901 J4/A901

223.1 EVS 19 3'-0" 7'-0" A WW PR-01 -- -- A SF PA-MA N4/A901 J4/A901

224.1 STAFF LOCKERS 20 3'-0" 7'-0" A WW PR-01 -- -- A SF PA-MA N4/A901 J4/A901

224.2 STAFF LOCKERS 20 3'-0" 7'-0" A WW PR-01 -- -- A SF PA-MA N4/A901 J4/A901

225.1 STAFF TLT 21.3 3'-0" 7'-0" A WW PR-01 -- -- A SF PA-MA N4/A901 J4/A901

226.1 DRESS ROOM 22 3'-0" 7'-0" A WW PR-01 -- -- A SF PA-MA N4/A901 J4/A901

237.1 STAFF TLT 21.2 3'-0" 7'-0" A WW PR-01 -- -- A SF PA-MA N4/A901 J4/A901

238.1 STAFF LOUNGE 20 3'-0" 7'-0" A WW PR-01 -- -- A SF PA-MA N4/A901 J4/A901

243.1 IT ROOM 17.2 3'-0" 7'-0" A WW PR-01 -- 90 A SF PA-MA N4/A901 J4/A901

293.1 CORRIDOR 14.1 6'-0" 7'-0" F WW PR-01 -- -- A SF PA-MA N4/A901 J4/A901

1 293.2 CORRIDOR 14 6'-0" 7'-0" E WW PR-01 FT 20 A SF PA-MA N4/A901 J4/A901 NOTE 01, 05, 06, 07, 08

503.1 BREAKDOWN 20.1 3'-0" 7'-0" A WW PR-01 -- 45 A SF PA-MA N4/A901 J4/A901

NO SCALE

J7 DOOR TYPE LEGEND

NO SCALE

J13 DOOR FRAME TYPE LEGEND

NO SCALE

N13 DOOR, DOOR GLASS AND DOOR FRAME LEGENDS

1

NO SCALE

A7 INT. GLAZED OPENING LEGEND

2

3" = 1'-0"

N4 HEAD DETAIL

3" = 1'-0"

J4 JAMB DETAIL

3" = 1'-0"

N1 HEAD DETAIL

3" = 1'-0"

J1 JAMB DETAIL

3" = 1'-0"

E4 HEAD DETAIL

3" = 1'-0"

A4 JAMB DETAIL

3" = 1'-0"

E1 HEAD DETAIL

3" = 1'-0"

A1 JAMB DETAIL

3" = 1'-0"

E7 FRAME FINISH DETAIL

DOOR SCHEDULE NOTES

NOTE 01 - Provide proximity sensor card reader, CR.
Per FBC 1010.2.1

NOTE 02 - Provide automatic door operator.

NOTE 03 - Provide push button door actuator, PB.

NOTE 05 - Provide electric strike.

NOTE 06 - Door opening in a smoke barrier shall be
automatic closing per FBC 716.5.9.4

NOTE 07 - Door opening in a smoke barrier shall have
a vision panel with fire protection rated
glazing material per FBC 709.5.1.

NOTE 08 - Door opening inactive leaf of a pair of
doors to comply with FBC 1010.2.4 (4)  for
manual bolts, automatic flush bolts and

constant latching.
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1

DOOR SCHEDULE REVISIONS

OPENING

NARRATIVE

REASON FOR
CHANGENUMBER

293.2 Revised GLASS, NOTES Plan review comments.

1

2

05.19.26 CCD NO. 1 1

08.07.26 CCD NO. 2R 2
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